Standard Meter Station Diagram
Plan 5

Meter Station (External)
Any phase may be selected as the controlled phase

Neutral

24 Hour Meter

24 Hour Meter

Controlled Meter

HRC or MCB (Max 20A)

Ripple Control Receiver

Main Switch

R

Y

B

Neutral Bar

Earth Bar

Removeable Link

Earth Electrode

Earth Metal Meter Box

Switchboard (Internal)

Single neutral lug on stud insulated from earth