Standard Meter Station Diagram

Plan 1

Sealable Isolation Switch

Uncontrolled Load Meter

Main Switch

Phase

Neutral

24 Hour Load

Earth to metal meter box.

Single neutral Connection, insulated from earth.

Neutral Bar

Earth Bar

Earth Electrode

Removable Link

Meter Station (external)

Switchboard (internal)