Import/Export Meter Station Diagram for Distributed Generation
Plan 1A

Notes
1. Export meter connected “Line Out” terminal to the grid i.e. opposite to the import meter.

2. AS 4777 states that an “earth leakage breaker” should not be used on this circuit.